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(1> PROVIDE 36”x24” STORMPROOF LOUVER WITH INSECT
SCREEN, 2,280 CFM.
(2> PROVIDE TOGGLE SWITCH FOR EXHAUST FAN
MOUNTED 48" A.F.F.
(3  8"x8” E.R., 100 CFM.
(% PROVIDE 36”x12” STORMPROOF LOUVER WITH INSECT

SCREEN, 1,200 CFM.

PROVIDE PLENUM FOR STORMPROOF LOUVER.

Associates, LLC
557 MANONO STREET
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ADDITIVE ALTERNATE #3 -
A\ PARTIAL VENTILATION FLOOR PLAN
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